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Technical datasheet 
Limit-Switch Box 

 
(install instructions) 
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Actuator on position 
“CLOSED” 

Limit-Switch-Box on 
position “CLOSED” 
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Limit-Switch „CLOSED“ 
must be pressed 

Open screws 
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Limit-Switch „OPEN“ must 
be pressed 

Connect Air to turn the 
actuator to position “OPEN” 



 

Seite 6 von 7  Lettner C. 31.10.2008 

  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Shaft only used for 
smaller actuators 
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